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Sulfur recirculation is a new technology for reducing boiler corrosion and dioxin formation. It was dem-
onstrated in full-scale tests at a Waste to Energy plant in Göteborg (Sweden) during nearly two months of
operation. Sulfur was recirculated as sulfuric acid from the ﬂue gas cleaning back to the boiler, thus cre-
ating a sulfur loop.
The new technology was evaluated by extensive measurement campaigns during operation under nor-
mal conditions (reference case) and operation with sulfur recirculation. The chlorine content of both ﬂy
ash and boiler ash decreased and the sulfur content increased during the sulfur recirculation tests. The
deposit growth and the particle concentration decreased with sulfur recirculation and the dioxin concen-
tration (I-TEQ) of the ﬂue gas was reduced by approximately 25%. Sulfuric acid dew point measurements
showed that the sulfuric acid dosage did not lead to elevated SO3 concentrations, which may otherwise
induce low temperature corrosion.
In the sulfur recirculation corrosion probe exposures, the corrosion rate decreased for all testedmaterials
(16Mo3, Sanicro 28 and Inconel 625) and material temperatures (450 C and 525 C) compared to the ref-
erence exposure. The corrosion rateswere reduced by60–90%. Sulfur recirculation prevented the formation
of transitionmetal chlorides at themetal/oxide interface, formation of chromate and reduced the presence
of zinc in the corrosion products. Furthermore,measured corrosion rates at 525 Cwith sulfur recirculation
inoperationwere similar or lower compared to thosemeasured at 450 Cmaterial temperature in reference
conditions, which corresponds to normal operation at normal steam temperatures. This implies that sulfur
recirculation allows for higher steam data and electricity production without increasing corrosion.
 2013 The Authors. Published by Elsevier Ltd. Open access under CC BY-NC-ND license.1. Introduction Usually a steam temperature of 400 C, corresponding to a materialToday, electricity production in waste to energy plants is lim-
ited by the maximum achievable temperature in the superheaters,
above which the corrosion rate becomes impractically high.temperature of 425–450 C, is used, but some newer plants are de-
signed for slightly higher temperatures. This paper aims at increas-
ing the steam temperature to 500 C. The purpose of the novel
sulfur recirculation process, described in Section 1.1, is to reduce
the corrosion rate of the superheaters in waste to energy plants
by recirculating sulfur from the wet ﬂue gas cleaning back to the
boiler. The recirculated SO2 reacts with the chloride containing
ashes and deposits as described in Section 1.2, creating sulfates,
which are less sticky than chlorides. Ashes with less chlorides pro-
duce less dioxins and less superheater corrosion (Sections 1.3 and
1.4). The long-term aim is higher electricity efﬁciencies in biomass
and waste ﬁred boilers using sulfur recirculation.1.1. Sulfur recirculation
The purpose of this study is to demonstrate how the sulfur in
the fuel can be recirculated in a full scale plant in order to achieve
68 S. Andersson et al. /Waste Management 34 (2014) 67–78less corrosive deposits in Waste-to-Energy plants. The recirculated
sulfur will increase the gas concentration of SO2 in the boiler and
decrease the Cl/S ratio of the deposits and ashes, thus producing
a less corrosive environment for the superheaters (Hunsinger
et al., 2006, 2007). The innovative, patented sulfur recirculation
process, for which Götaverken Miljö AB has a world-wide exclusive
license, was invented by Hans Hunsinger at Karlsruhe Institute of
Technology (KIT) and has previously been tested in the 0.5 MW
waste incineration pilot plant ‘‘TAMARA’’ at KIT. The proposed
technology is unique in the way that it, contrary to other methods,
only uses the existing sulfur in the fuel and does not increase the
amount of residues produced.
1.2. The inﬂuence of sulfur on ashes and deposits
The formation of deposits is more pronounced in waste inciner-
ation compared to combustion of most other fuel. One reason is the
high content of chlorine, alkali (sodium and/or potassium) and ash
in waste. During incineration, most of the chlorine enters the gas
phase (Bøjer et al., 2008; Lang et al., 2006). Some of it reacts with
alkali to form volatile alkali chlorides (Miles et al., 1996; Olsson
et al., 1997) and the rest is HCl(g). In the furnace, alkali chlorides
are mainly gaseous, but form submicron particles (size < 1 lm)
when the gas is cooled in the boiler. The gaseous and particulate
alkali chlorides are deposited on the heat transfer surfaces where
they may cause corrosion. Sulfur may react with alkali chlorides
to form alkali sulfates by so called sulfation. Addition of sulfate
and sulfur has been shown to decrease the chlorine content in
the deposits during co-ﬁring of straw pellets and wood pellets in
a ﬂuidised bed (Davidsson et al., 2008). During co-ﬁring of bark
and peat, an increase in deposits was found at Cl/S > 0.15 (Theis
et al., 2006). By increasing the sulfur content in the fuel, the chlo-
rine content of the deposits may be reduced (Robinson et al., 2002).
In ﬂue gases from incineration, sulfur is mainly present as SO2 and
a minor fraction (typically a few percent) as SO3 which is described
by the equilibrium and reaction rate of:
SO2ðgÞ þ 1=2O2ðgÞ $ SO3ðgÞ ð1Þ
Alkali chlorides react readily with SO3 according to:
SO3ðgÞ þ 2AClðgÞ þH2OðgÞ ! A2SO4ðsÞ þ 2HClðgÞ
where A ¼ Na or K ð2Þ
(Iisa et al., 1999; Glarborg and Marshall, 2005)
According to Hunsinger et al. (2007), alkali chlorides also react
with SO2. Hindiyarti et al. (2008) have studied the reaction of alkali
chlorides with SO2 in an entrained ﬂow reactor and propose the
following reactions based on detailed kinetic modeling:
AClþH2O! AOHþHCl ð3Þ
AOHþ SO2 ! AHSO3 ð4Þ
AHSO3 þ 1=2O2 ! AHSO4 ð5Þ
AHSO4 þ ACl! A2SO4 þHCl ð6Þ1.3. The inﬂuence of sulfur on dioxins
It has been shown in numerous laboratory, pilot- and full-scale
studies that the presence of sulfur in the ﬂue gas reduces the
amount of dioxins (I-TEQ) emitted (Chang et al., 2006; Gullett
et al., 1992, 2000; Hunsinger et al., 2003, 2006, 2007; Lindbauer
and Wurst, 1992; Ogawa et al., 1996). Two possible theories be-
hind the phenomena are often discussed viz.:(1) Due to the presence of SO2 in the ﬂue gas the equilibrium
between Cl2 and HCl is shifted towards the inactive form
(HCl) (Grifﬁn, 1986; Wikström et al., 2003)
(2) Metal chlorides, especially CuCl2, which promote the reac-
tion rate of the de novo synthesis of dioxins, react with sul-
fur to form inactive metal sulfates (Ryan et al., 2006; Gullett
et al., 1992).
Experiments in full scale have shown that the inhibition effect
of sulfur lasts for several hours (Hunsinger et al., 2007); a ﬁnding
that indicates that the role of metal chlorides and the de novo syn-
thesis (theory 2 above) is important.
1.4. The inﬂuence of sulfur on corrosion
It is well known that waste-ﬁred plants are affected by more
serious corrosion problems compared to coal-ﬁred boilers. The
higher corrosion rate can be related to differences in the combus-
tion environment: less sulfur-containing compounds, higher con-
centrations of water vapor and HCl in addition to an increased
amount of alkali compounds, especially alkali chlorides. Laboratory
investigations of the initial corrosion attack have shown the
following:
 Water vapor and oxygen react with chromium oxide to form a
compound which evaporates so that chromium is depleted from
the metal surface. Since chromium is necessary to form a pro-
tective oxide layer on FeCr steels this protection is inhibited
and the metal surface is subject to rapid corrosion (Asteman
et al., 1999; Halvarsson et al., 2006; Segerdahl et al., 2002; Fro-
itzheim et al., 2010).
 The breakdown of the protective oxide on FeCr steels does also
occur in the presence of alkali chlorides. In this case, the chro-
mium rich and protective oxide is converted into alkali chro-
mate (e.g. K2CrO4) and poorly protecting Fe2O3, resembling
the corrosion properties of low alloyed steels (Pettersson
et al., 2005; C. Pettersson et al., 2006; Segerdahl et al., 2004;
Jonsson et al., 2009)
 On low alloyed steels, the presence of alkali chlorides increases
the corrosion rate by the formation subscale transition metal
chlorides, causing an increased ionic transport through the
oxide and poor scale adhesion (Folkeson et al., 2011; Jonsson
et al., 2011).
The good resistance towards high temperature corrosion which
characterizes high temperature materials is due to the ability to
form oxides which inhibits further oxidation and corrosion. Stain-
less steels are a group of materials which are often used in the
more corrosive parts of the boiler. These steels will at high temper-
atures form a protective oxide, consisting of both iron and chro-
mium, on the form (FexCr1x)2O3 (i.e. a solid solution of
chromium (III) oxide (Cr2O3) and iron (III) oxide (Fe2O3)). The pro-
tective properties of this oxide depend on the chromia content,
where oxides with a high Cr/Fe ratio are more protective. Hence,
processes that deplete the oxide in chromium tend to be harmful,
leading to an iron rich oxide with poor protective properties. With
biomass or waste as fuel, such processes are related to the high
concentrations of alkali compounds and water vapor, forming alka-
li chromate and gaseous chromic acid, respectively, and a poorly
protective oxide layer.
It has been shown that the corrosive effect of alkali chlorides
and water vapor can be suppressed by increasing the presence of
sulfur-containing compounds in the corrosive environment. Pet-
tersson et al. (2011) have shown how the protective chromium rich
oxide layer of the austenitic stainless steel 304L can react with KCl
and K2CO3 to form K2CrO4 which is non-protective. K2SO4,
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alkali chlorides and alkali carbonates in the deposits of the super-
heaters to stable alkali sulfates, the corrosion attack is greatly re-
duced. It has also been shown that relatively low concentrations
of SO2 (<100 ppm) inhibits the oxidation of several FeCr steels at
temperatures up to 600 C (Jardnas et al., 2001, 2008).
The beneﬁcial effect of adding sulfur or sulfur-rich additives to
biomass and waste ﬁred boilers in order to decrease the high tem-
perature corrosion have been studied earlier (J. Pettersson et al.,
2006; Brostrom et al., 2007; Folkeson et al., 2008; Viklund et al.,
2009; Kassman et al., 2013). In contrast to the current paper, all
these studies have been performed in FB-boilers with additives
added from external sources.2. Materials and methods
The sulfur recirculation process was tested in full-scale for
nearly two months accompanied by an extensive measurement
and sampling program.2.1. Full scale tests
Full scale tests were performed at the Waste-to-Energy plant
Renova in Göteborg (Sweden), which consists of four lines for
incineration of waste. The tests were performed at line P5, which
is a grate-ﬁred furnace with a waste throughput of 22 tons/h,
shown in Fig. 1. The ﬂue gas cleaning system consists of an ESP
(Electrostatic Precipitator) for removal of ﬂy ash, an economiser
for district heat production, a two-stage wet scrubber for HCl
and SO2 removal, a condensing scrubber for enhanced energy
recovery, a reheater and ﬁnally a bag house ﬁlter with activated
carbon injection.
Two measurement campaigns, each of approximately 1000 h,
were performed during normal operation and during sulfur recir-
culation. These are denoted Ref and Recirc, respectively. Before
the recirculation tests were carried out, three different levels of
recirculation were tested during an optimization phase, denoted
Opt. The results from these optimization measurements were used
to ﬁnd optimal conditions for the 1000 h-test.
An extensive program of samplings and measurements were
performed both during the Ref and Recirc in order to assess various
aspects of operational differences. Corrosion, deposits and particleDosage
Furnace
Super-
Heaters ESP Eco
Sulphuric acid, H2SO4
Atomization air
Flue gas recirculation
SO2
Fig. 1. The sulfur recirculation system at the Renova Waste-to-Energy plant consists of a
atomization air and ﬂue gas recirculation. The photographs show three of the injection
(right).measurements were made immediately upstream of the ﬁrst
superheater. The material temperatures of the corrosion and de-
posit probes were 450 and 525 C respectively in order to represent
both current material temperatures of superheaters as well as fu-
ture temperatures in boilers with advanced steam data. ESP ash
(ﬂy ash) and boiler ash were sampled and analyzed in order to
quantify the sulfation. Acid dew point measurements were per-
formed upstream of the economiser (denoted Eco in Fig. 1). Dioxin
sampling was made downstream of the economiser, upstream of
the scrubber quench. Emission measurements were made before
the stack in order to exclude any negative side effects from sulfur
recirculation.
2.2. Sulfur recirculation system
Normally, the second scrubbing stage operates with NaOH as
desulfurization agent. During these tests, H2O2 (hydrogen perox-
ide) was used instead, which reacts readily with SO2 and forms
H2SO4 (sulfuric acid).
H2O2 þ SO2 ! H2SO4 ð7Þ
The sulfuric acid produced in the scrubber is injected into the
furnace through 6 lances with atomization air, surrounded by
recirculated ﬂue gas in order to improve mixing over the cross sec-
tion. The temperature in the furnace is approximately 1000 C at
the injection level, leading to a rapid decomposition of H2SO4 to
SO2.
H2SO4 ! H2Oþ SO3 ð8Þ
SO3 ! SO2 þ 1=2O2 ð9Þ
The resulting high concentration of SO2 in the boiler reacts with
the corrosive alkali chlorides to produce non-corrosive alkali sul-
fates (Hunsinger et al., 2007) as described in Sections 1.2 and 1.4.
2.3. Acid dew point measurements
The acid dew point was measured using a ’’Lancom 200 Acid
Dewpoint Monitor’’ from LAND Instruments International. The
measurements were performed downstream of the ESP, but before
the economiser, since this is where metallic construction materials
are used at the lowest temperatures. The instrument consists of a
probe with two platinum electrodes incorporated in aV
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hydrogen peroxide dosage system and a system for sulfuric acid recirculation using
lances (left) and the tower packings and spray lances of the desulfurisation stage
Table 1
Chemical composition of the tested materials in weight%.
% C % Fe % Cr % Ni % Mo Other
16Mo3 0.12 99 – – 0.3 0.6% Mn
Inconel 625 <0.10 5 22 58 9 0.5% Mn
Sanicro 28 <0.02 35 27 31 3.5 1% Cu
Air out 
Inconel 625 16Mo3 
Sanicro 28 (Temperature regulation)
= Thermo couple 
Air in 
Fig. 2. Schematic image of the corrosion probe.
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pressurized air, the desired temperature was maintained. In case
the temperature is below the acid dew point, sulfuric acid would
condensate onto the quartz surface leading to a measurable
current in the lA range.
2.4. Particles deposits and ashes
2.4.1. Particle size distribution measurements
Particle size distribution measurements were performed up-
stream of the ﬁrst superheater (Fig. 1) with a Dekati Low Pressure
Impactor (DLPI) connected to a quench/dilution (Q/D) probe
(Johansson et al., 2008). At this spot, the ﬂue gas is about 600 C.
The Q/D probe is used to sample solid particulate material and
inorganic vapors, which are quickly nucleated to ﬁne particles, less
than 1 lm in size. The extracted gas was diluted eight times in the
probe and cooled to 105 C before entering the DLPI (also heated to
105 C). The particles in the extracted gas were separated by
impaction into 13 sizes ranging from 0.03 lm diameter to 10 lm.
Flue gas was sampled for 5–15 min, and the collected mass of each
particle size was subsequently put in desiccators and weighed.
Chemical analysis was thereafter performed on the ﬁne particles
<1 lm and on the large particles >1 lm resulting in the elemental
composition of ﬁne (originating from vapor compounds) and large
particles (fragments from the fuel) respectively.
2.4.2. Deposit rate probes
Deposit probes were used to simulate heat transfer tubes.
Deposits were collected on steel rings (Sandvik Sanicro 28) ﬁtted
on cooled probes and exposed to the ﬂue gas in the same position
where particle size measurements were carried out. Apart from the
heating up (5–10 min), the surface temperatures of the rings were
kept constant at 450 C and 525 C, respectively. The duration of
the exposure to ﬂue gas was 2 h in most cases. The deposits were
weighed and chemically analyzed with respect to elemental
composition.
2.4.3. Ash sampling
Fly ash was sampled from the ESP directly downstream of the
main ash conveyer. Boiler ash was sampled at the ash conveyer
from two out of three hoppers (including ﬁrst draught and super-
heaters, but excluding ash from the economiser).
2.5. Dioxin sampling
Dioxin sampling of the ﬂue gas was performed by an AMESA
continuous dioxin sampling system, certiﬁed according to
EN1948 (Becker et al., 2000). Both gaseous and particulate phase
were collected isokinetically. The sampling system consists of a
probe, a XAD II adsorbent cartridge followed by a cooling, drying,
measuring and pumping unit. Münster Analytical Systems in Mün-
ster, Germany performed the analyses.
2.6. Corrosion measurements
2.6.1. Materials used
An overview of the tested materials, including the standard des-
ignation and typical chemical compositions, are given in Table 1.
All materials are iron-based except Inconel 625 which is a nickel-
based steel welded onto a 16Mo3 substrate.
2.6.2. Corrosion probe
Fig. 2 shows a schematic of the corrosion probe. The six sample
rings were mounted on the isothermal probe in the order shown in
Fig. 2. The temperature was measured using three thermocouples
which were mounted in the metal goods, and directed againstthe ﬂue gas. The probe was cooled by compressed air being fed
from a PID-controlled valve. The samples consisted of rings with
a diameter of 38 mm and 33 mm in length. The wall thickness
was 4 mm.
2.6.3. Preparation of material samples
Before exposure, the sample rings were washed with acetone
and then with ethanol in an ultrasonic bath. All samples were
weighed and stored in plastic bottles until the assembly of the
probe. To calculate the material loss from the samples, the sample
thickness was measured before and after exposure.
2.6.4. Corrosion analysis
After exposure, the sample rings were inspected optically and
weighed, giving an indication of the amount, color, thickness and
adhesion of deposit and corrosion product layer. The samples were
cast in epoxy, cut and polished in order to study the deposit and
corrosion products in the cross-section. These cross-sections were
analyzed with SEM/EDX, which gives information about where dif-
ferent elements and phases are located in the deposits and corro-
sion products. All analyses were done on the wind side of the
sample rings unless otherwise stated.
2.6.4.1. Corrosion rate. To determine the material loss the thickness
of the samples was measured with micrometer screw before the
exposure. The micrometer screw had a round measuring surface
for the best measurement of curved objects. The sample thickness
was measured at eight points evenly distributed around the mantle
surface. The hole for the thermocouple, which was located on the
windward side, was in the middle between the ﬁrst and the last
measuring point. After exposure the samples were cut and the wall
thickness was measured with an optical microscope. The material
loss rate was calculated by the difference between the two mea-
sured thicknesses. In order to eliminate systematic errors unex-
posed samples were measured with both micrometer screw and
optical microscope. The measured measurement error in the corro-
sion rate was 0.02 lm/h. No systematic error was detected when
the two methods were compared.
2.6.4.2. SEM imaging. The sample rings were cast in epoxy and cut
in a precision saw. The cut side was polished with 220, 500, 1000,
in 2400 and 4000 SiC paper and then polished with 1 lm diamond
paste. All the cutting and grinding were carried out without the
presence of water. The polished cross-sections were analyzed
using scanning electron microscopy (SEM).
Fig. 3. Step response for the SO2 concentration downstream of the boiler from a
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pared to an ordinary optical microscope. Furthermore, the electron
microscope (in contrast to the optical microscope) can provide
information about the elemental composition of the sample using
backscattered electrons (BSE) or X-rays. Within this project, the
chemical composition of each sample was analyzed in the SEM
using Energy dispersive X-ray ﬂuorescence (EDX). EDX element
maps show the distribution of various elements in the image.
These maps were supplemented by EDX quantiﬁcation, providing
the composition of the sample in each point. The lateral resolution
for imaging and analysis depends on the acceleration voltage and
composition but is typically 0.5 lm for BSE and 1 lm for EDX at
20 kV (used for SEM imaging and analysis).constant ﬂow of sulfuric acid into the furnace, given as calculated SO2
concentration.3. Results and discussion
3.1. Sulfur recirculation
Sulfur recirculation was successfully operated during nearly
two months. The resulting mean gas concentrations of HCl and
SO2 in the boiler during 1000 h of operation in Ref and 1000 h in
Recirc are shown in Table 2. The emission data collected by the
plant’s continuous analysers showed no signiﬁcant increase of
any pollutants as seen in Table 3. The SO2 stack concentration in-
creased from 1.0 to 1.5 mg/Nm3 (dry gas, 11%O2) during recircula-
tion, which is only 3% of the emission limit. NH3 emissions were
signiﬁcantly reduced due to the lower pH-value in the desulfurisa-
tion scrubber stage during sulfur recirculation.
In Fig. 3, the response of SO2 to stepwise changes of dosage of
sulfuric acid is shown. Fig. 4 demonstrates how the SO2 concentra-
tion downstream of the boiler can be kept nearly constant using a
control loop for sulfuric acid dosage (right), although the sulfur
concentration in the waste varies (left).
The sulfur recirculation increases and stabilizes the SO2 concen-
tration, without causing any risk for exceeding the emission limits,
and it has been shown to function over extended time periods.
3.2. Acid dew point measurements
Sulfuric acid dew point measurements were performed during
several weeks with a total of approximately 75 h. The probe tem-
perature was varied between 80 C and 200 C and no current
was detected, which means that no sulfuric acid droplets were
formed on the probe. At probe temperatures around 60 C, water
condensed on the probe, resulting in a current reading. According
to the instrument manufacturer, the detection limit is 110–Table 2
Mean values of HCl concentration downstream of the boiler (calculated from HCl scrubber d
the boiler during the 1000 h reference run and 1000 h sulfur recirculation run (1 atm, 0 C
HCl downstream of the boiler (calculated) (mg/
Nm3) (d.g.)
SO2 injected into the b
Nm3) (d.g.)
Ref 890 0
Recirc 1050 460
Table 3
Mean values of emissions during the 1000 h reference run and 1000 h sulfur recirculation r
gas and 11% O2.
HCl (mg/m3) SO2 (mg/m3) NH3 (mg/m3) NOx (m
Emission limit 10 50 10a 200
Ref 3.8 1.0 1.3 49
Recirc 3.7 1.5 0.18 54
a Guideline value.120 C, which means that the acid dew points during these tests
were always lower. The measurements showed that the sulfuric
acid dosage did not lead to elevated SO3 concentrations, which
may otherwise lead to low temperature corrosion.3.3. Particles, deposits and ashes
3.3.1. Particle size distributions
Mass size distributions of particles are shown in Figs. 5 and 6, in
four reference cases and four recirculation cases, respectively.
Dashed lines and error bars indicate that the sampling is not isoki-
netic for large particles (>1 lm) (Johansson et al., 2008). The total
particle mass and the mass of ﬁne particles (<1 lm) decreased
approximately by a factor of two during recirculation. Theoreti-
cally, sulfation of pure particulate NaCl increases the mass by
21% and the total mass of particulates is thereby estimated to in-
crease by a few percent. The ﬁne particles are assumed to have
been formed by nucleation from gaseous species. This shows that
the recirculation has decreased the amount of species likely to
nucleate during the cooling of the ﬂue gas. The recirculation should
therefore lead to less deposits on superheater tubes, which is posi-
tive for the boiler performance and possibly also lowers the corro-
sion rate. The chemical composition of the ﬁne particles does not
differ signiﬁcantly between the reference case and the recircula-
tion. Most of the ﬁne particles consist of alkali and chloride with
some sulfate. The particle measurements were performed during
comparatively short periods: about 10 min. The composition of
the fuel combusted at those measurements is unknown but may
affect the composition of the particles.ischarge), calculated SO2 dosage into the boiler and SO2 concentration downstream of
, dry gas).
oiler (calculated) (mg/ SO2 downstream of the boiler (measured) (mg/
Nm3) (d.g.)
270
720
un together with the 24-h emission limits. All concentrations refer to 1 atm, 0 C, dry
g/m3) CO (mg/m3) TOC (mg/m3) CO2 vol% d.g. O2 vol% d.g.
50 10
15 0.2 10.5 8.6
4.7 0.2 10.5 8.7
Fig. 4. During normal operation (left), the SO2 concentration is characterized by large ﬂuctuations. With sulfur recirculation (right), the SO2 concentration downstream of the
boiler was kept constant by controlling the sulfuric acid dosage, given as calculated SO2 concentration.
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Fig. 5. Mass size distribution in the four reference measurements. At particle sizes
larger than 1 lm, the mass concentrations are shown with dashed lines and error
bars because of the larger uncertainty in this region.
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Fig. 6. Mass size distribution in the four recirculation measurements. At particle
sizes larger than 1 lm, the mass concentrations are shown with dashed lines and
error bars because of the larger uncertainty in this region. In Recirc 3, one
measurement point is missing.
Fig. 7. Growth rate of deposition vs. SO2 concentration downstream of the boiler.
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The growth rate of deposits vs. concentration of SO2 down-
stream of the boiler is shown in Fig. 7. The deposit rate decreases
with SO2 concentration in the Ref measurements as well as in all
450 C measurements. Even though the variations are very large
for the Recirc 525 C measurements, the mean deposit rate isclearly lower at higher SO2 concentrations. Furthermore, all depos-
it rates at higher SO2 concentrations were lower or similar than at
the lowest SO2 concentration which represents the mean value of
Ref operation. This is in accordance with the purpose of sulfur
recirculation; i.e. to sulfate alkali chlorides and thereby making al-
kali less sticky, which should result in less deposition. As expected
from the particle analysis (cf. Section 3.3.1) the growth rate, on
average, is lower during the recirculation case than during the ref-
erence. However, the variation is large, especially during the recir-
culation cases. Most expositions lasted for 2 h but one was exposed
3 h 16 min and the short runs lasted for 6–19 min. Most notably,
the shortest exposure (6 min) gave the highest deposit of all Recirc
450 C measurements (47 g/m2, h). It is also shown that the growth
rate is higher at a surface temperature of 525 C. The reason for this
may be that the material that deposits on the surface is stickier,
and thereby favors further deposition.
3.3.3. Ash composition
Due to the higher sulfation rates at increased SO2 concentra-
tions, the Cl/S ratio decreased with SO2 concentration for both ﬂy
ash and boiler ash, as shown in Fig. 8. During the optimization
phase preceding the actual test run, it was concluded from the
ﬂy ash measurements that an SO2 concentration of approximately
800 mg/Nm3 (d.g.) would yield signiﬁcantly lower Cl/S ratios com-
pared to normal operation at a few hundred mg/Nm3 (d.g.).
The increased sulfation of the ashes, resulting from sulfur recir-
culation, leads to a molar ﬂow rate of sulfur in the ashes compara-
ble to the molar ﬂow rate of SO2 from the waste. This means that
there is a potential for waste sulfate water free operation, eliminat-
Fig. 8. The molar Cl/S ratio in the ashes as a function of the SO2 concentration downstream of the boiler from the reference (s), optimization () and sulfur recirculation (d)
cases.
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released from the sulfation is small compared to the normal HCl
concentration in the gas, but leads to a small increase in chlorides
released with the efﬂuent water, which is normally discharged to
the sea. The composition and amount of bottom ash is not changed
since the recirculated sulfur is injected downstream of the furnace.3.4. Dioxins
In total, dioxins (I-TEQ) were measured in seven ﬂue gas sam-
ples and four ash samples. Four of the ﬂue gas samples and two
ash samples were taken without sulfur added and the rest with
sulfur recirculation applied. Fig. 9 presents the measured I-TEQ
levels in the seven ﬂue gas samples. An average of 1.34 ng I-TEQ/
Nm3 (d.g., 11% O2) and 1.00 is found at normal operation and with
sulfur recirculation respectively (equal to a 26% reduction). A more
detailed examination of the data shows that the levels of polychlo-
rinated dibenzofurans (PCDF) were reduced with about 50% while
the polychlorinated dibenzo-p-dioxin (PCDD) levels were more or
less unchanged. This ﬁnding is most likely explained by the
importance of the reaction rate of the de novo synthesis for the for-
mation of PCDFs whereas the PCDDs have been shown to be rather
unaffected by changes in chlorine and sulfur ratios (Aurell, 2008;
Aurell et al., 2009a,b).
The mean value decreased from 1.84 to 1.57 ng I-TEQ/g in the
ashes when recirculation of sulfur was employed. Polychlorinated
benzenes (PCBz) were also measured in the ﬂue gas. The mean to-
tal concentration of tri to hexachlorinated benzenes decreasedFig. 9. Measured I-TEQ levels in the four ﬂue gas samples taken at normal
conditions (Ref) and in the three samples taken at sulfur recirculation (Recirc). Each
circle represents one ﬂue gas sample. The levels are expressed at ng I-TEQ/Nm3 d.g.
@ 11%O2.from 2.9 lg/Nm3 (d.g., 11% O2) (mean value of three samples) to
1.6 lg/Nm3 (d.g., 11% O2) (mean value of two samples).3.5. Corrosion
3.5.1. Corrosion rate
Fig. 10 shows mean values of material loss measurements on
16Mo3, Sanicro 28 and Inconel 625 samples exposed in the refer-
ence case and with sulfur recirculation at 450 C and 525 C (mate-
rial temperatures) for 1000 h. On all materials and temperatures, a
decrease in material loss was detected when sulfur recirculation
was activated. At 450 C, the greatest effect of sulfur recirculation
on corrosion rate was exhibited by the low-alloyed steel 16Mo3,
the decrease in corrosion rate being about 60%. The material loss
for the two high-alloyed steels is signiﬁcantly lower compared
with 16Mo3, regardless of exposure conditions. It should be noted
that the material losses are generally low at 450 C and the mea-
sured values of the high-alloyed steels is just above the measure-
ment uncertainty.
At 525 C, a more drastic decrease in material loss is seen for all
three steels with sulfur recirculation. The greatest effect is seen on
the high-alloyed steels, where a reduction of 87% and 80% is mea-
sured for Sanicro 28 and Inconel 625 correspondingly compared
with reference samples.3.5.2. Metallographic cross sections investigated by SEM
3.5.2.1. 16Mo3. at 450 C material temperature. The left image in
Fig. 11 shows a metallographic cross section of a 16Mo3 sample
exposed 1000 h at 450 C (material temperature) in the reference
case. The cross section can be divided into three parts, namely
(from bottom to top) steel, corrosion product layer and deposit.
Since the image is taken with a BSE detector, the contrast of theFig. 10. Mean values of 8 material loss measurements per sample ring. The
measurement uncertainty is 0.02 lm/h and is represented by the error bars. The
white bars represent the reference exposure at 450 C and 525 C, respectively. The
black and the dark gray bars represent the sulfur recirculation exposures at 450 C
and 525 C.
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age are bright and lighter elements are dark. Black areas are pores
and cracks ﬁlled with epoxy (consisting mostly of carbon). Beneath
the deposit layer the corrosion product layer is found which is
about 600 lm thick and can be divided into two parts, namely an
outward-growing part and an inward growing part. These parts
are approximately equal in thickness and the border between these
oxide layers can be seen as a faint, slightly curved line in the image.
This line marks the original metal surface of the sample ring. The
outward growing oxide layer has dark spots incorporated, corre-
sponding to deposit particles encapsulated in the corrosion prod-
uct layer. In the inward growing oxide layer, no encapsulated
deposit particles are detected. The corrosion product layers have
detached from the underlying steel ring indicating poor adherence.
The right image in Fig. 11 shows a cross section of 16Mo3 ex-
posed 1000 h at 450 C (material temperature) with sulfur recircu-
lation. Similar to the reference case, the cross section can be
divided into steel, corrosion product layer and deposit. Compared
to the reference exposures, a signiﬁcant reduction in the thickness
of the corrosion layer can be noted, which in the sulfur recircula-
tion exposure is approximately 150 lm. Moreover, the corrosion
product layer formed in the sulfur recirculation exposure is much
denser and adherent to the steel ring. The corrosion product layer
can, similar to the reference exposure, be divided into an inward
and an outward-growing part. The deposit layer on top of the cor-
rosion product layer is relatively homogeneous in color. However,
some bright areas are seen, indicating the presence of heavy
elements.Fig. 11. SEM (BSE) images of a cross section of 16Mo3 exposed for 1000 h at 450 C
recirculation exposure (to the right).
Fig. 12. SEM (BSE) images of a cross section of 16Mo3 exposed for 1000 h at 525 C
recirculation exposure (to the right).The higher corrosion rate and more severe corrosion morphol-
ogy of 16Mo3 in the reference exposure may be explained with
the higher chlorine load compared to the sulfur recirculation expo-
sure. Chlorine is expected to accelerate the corrosion attack by in-
ward diffusion through the oxide grain boundaries (as Cl)
rendering in poor scale adherence at the metal/oxide interface as
well as an increased outward diffusion of Fe3+ (Folkeson et al.,
2011; Jonsson et al., 2011).
3.5.2.2. 16Mo3 at 525 C material temperature. The left image in
Fig. 12 shows a cross section of a 16Mo3 ring exposed for 1000 h
and 525 C in the reference case. Compared to the corresponding
exposure at 450 C, the corrosion attack has become even more se-
vere. The corrosion product layer, approximately 1000–1500 lm in
thickness, is loosely attached and contains numerous voids. As in
the 450 C exposure, the oxide scale can be divided into an inward
growing and an outward growing part. The original steel surface is
marked in the middle of the image by a faint gray line.
In similarity to the exposure at 450 C, the sulfur recirculation
results in a thinner and more compact corrosion product layer
(Fig. 12 right). The thickness of the corrosion product layer is re-
duced to about 500 lm (compared to 1500 lm in the reference
case) with sulfur recirculation. The outward growing oxide is
approximately 200 lm and has deposit particles encapsulated
within the scale. In contrast to the dense inward growing oxide
that formed on 16Mo3 in the sulfur recirculation exposure at
450 C, the inward growing oxide formed at 525 C shows signs
of a lamellar structure. This indicates that the diffusion within(material temperature) in the reference exposure (to the left) and in the sulfur
(material temperature) in the reference exposure (to the left) and in the sulfur
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not clear whether this corrosion morphology arose during the
exposure at high temperature or during cool down of the probe
and sample preparation for SEM analysis. Hence, the large voids
may have formed due to a so called pull out effect during sample
preparation for SEM analysis. The bright area at the top of the im-
age is caused by the charging of the surface during SEM analysis.
3.5.2.3. Sanicro 28 at 450 C material temperature. The left image in
Fig. 13 shows a cross section of Sanicro 28 exposed for 1000 h at
450 C (material temperature) in the reference case. Compared to
the corresponding exposure of the low alloyed 16Mo3, the corro-
sion attack on Sanicro 28 is not equally severe. The corrosion prod-
uct layer formed is approximately 70 lm thick (compared to
600 lm in the case of 16Mo3) and a faint, somewhat undulating,
line is seen in the middle of the oxide scale, indicating the presence
of the former sample surface. The oxide scale is rather homogenous
and well adherent to the steel. The deposit layer on top of the cor-
rosion product layer is not entirely homogeneous and some dark
areas can be seen. These areas are pores and even after 1000 h of
exposure the deposit layer is not completely sealed.
The image to the right in Fig. 13 shows a cross section of a San-
icro 28 sample exposed 1000 h at 450 C (material temperature)
with sulfur recirculation. In this exposure, Sanicro 28 is able to
withstand the corrosive environment during the 1000 h and the
thin oxide formed is protective and well adherent. The deposit
layer formed on top of the oxide is, compared to the corresponding
deposit formed in the reference exposure, relatively homogenousFig. 13. SEM (BSE) images of a cross section of Sanicro 28 exposed for 1000 h at 450 
recirculation exposure (to the right).
Fig. 14. SEM (BSE) images of a cross section of Sanicro 28 exposed for 1000 h at 525 
recirculation exposure (to the right).but not equally dense. Some dark areas (epoxy) can be seen as well
as some, almost, white areas (in the upper left corner). The white
areas indicate the presence of heavy metals.
The deposit layer formed on Sanicro 28 in the sulfur recircula-
tion exposure is dominated by sulfate containing compounds and
thus, the protective oxide initially formed remains intact. In the
reference exposure, the deposit contains higher amounts of alkali
chlorides and the protective oxide is depleted in chromium by
the formation of alkali chromates and thereby its protective prop-
erties. This also opens up for further corrosion attack by chlorine.
The mitigating effect of sulfating alkali chlorides and alkali carbon-
ates into corresponding alkali sulfates on corrosion has been
shown in the laboratory (Pettersson et al., 2011).
3.5.2.4. Sanicro 28 at 525 C material temperature. The left image in
Fig. 14 shows a cross section of Sanicro 28 exposed for 1000 h at
525 C in the reference case. The increase in material temperature
from 450 C to 525 C results in a corrosion product layer growth of
Sanicro 28. At 525 C, the corrosion attack ranges from 150 to
400 lm, compared to roughly 70 lm thickness of the corrosion
product layer in the corresponding exposure at 450 C. The corro-
sion product layer formed at 525 C has a lamellar and porous
structure and is not considered to be protective.
The right image in Fig. 14 shows a cross section of Sanicro 28
exposed for 1000 h at 525 C with sulfur recirculation. Compared
to the corresponding reference exposure, the extent of the corro-
sion attack is strongly decreased. The original metal surface is indi-
cated by a faint line, running through the middle of the corrosionC (material temperature) in the reference exposure (to the left) and in the sulfur
C (material temperature) in the reference exposure (to the left) and in the sulfur
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line, is outward-growing and the oxide below is inward-growing.
In some areas, a void is detected beneath the oxide scale.3.5.2.5. Inconel 625 at 450 C material temperature. The left image in
Fig. 15 shows a cross section of Inconel 625 exposed for 1000 h at
450 C (material temperature) in the reference case. The corrosion
attack of Inconel 625 at 450 C has not resulted in a thick continu-
ous corrosion product layer. Instead, only localized areas with
thicker corrosion products were detected. Above the corrosion
front, a 400 lm thick inner deposit layer can be seen. This deposit
layer contains some voids but is overall rather dense. Above this
layer a somewhat brighter deposit layer is seen. This layer contains
few voids and is, according to the morphology and the BSE con-
trast, fairly homogenous in composition. Due to the higher chro-
mium content in the oxide on Inconel 625 compared to Sanicro
28, the nickel base material, Inconel 625, is able to withstand the
corrosive environment in the reference exposure at 450 C slightly
better.
The right image in Fig. 15 shows a cross section of Inconel 625
exposed for 1000 h at 450 C (material temperature) with sulfur
recirculation. In similarity to the Sanicro 28 sample, the corrosion
rate of Inconel 625 is low. In fact, Inconel 625 does not show any
signs of accelerated corrosion attack during 1000 h exposure at
450 C when sulfur recirculation is active. The evenness of the steel
ring surface indicates that the oxide formed is protective and less
than a couple of microns thick. In contrast to the reference case
no areas with local corrosion attack are detected. The depositFig. 16. SEM (BSE) images of a cross section of Inconel 625 exposed for 1000 h at 525
recirculation exposure (to the right).
Fig. 15. SEM (BSE) images of a cross section of Inconel 625 exposed for 1000 h at 450
recirculation exposure (to the right).formed on the sample ring in the sulfur recirculation case is fairly
porous.3.5.2.6. Inconel 625 at 525 C material temperature. The left image in
Fig. 16 shows a cross section of Inconel 625 exposed for 1000 h at
525 C in the reference case. The image reveals a rather thick cor-
rosion product layer, roughly 450 lm in thickness. This layer con-
tains large voids and has a lamellar structure. Dark and bright areas
are distinguished, indicating that the corrosion layer is heteroge-
neous in its structure. Above the corrosion product layer a mixed
oxide/deposit layer is seen, about 100–400 lm in thickness is de-
tected. The incorporation of deposit particles in the oxide matrix
suggests that this layer is outward growing, and thus, the oxide
scale beneath is inward growing. Even though Inconel 625 forms
rather pure Cr2O3, the increase in temperature from 450 C to
525 C in this corrosive environment with abundance of alkali
chlorides lead to a failure of the protective oxide.
The right image in Fig. 16 shows the cross section of Inconel 625
exposed for 1000 h at 525 C with sulfur recirculation. The deposit
layer is apparently porous and composed of small incoherent par-
ticles. The conductivity of the deposit is poor and thus, charge ef-
fects can be detected in the microscope. Beneath the deposit
layer, no corrosion product layer could be seen (at the current
magniﬁcation). The increase of material temperature, from 450 to
525 C, was apparently not enough to accelerate the corrosion
attack. Inconel 625 is expected to be protected by a thin and
chromium-rich oxide in the sulfur recirculation exposures at
450 C and 525 C.C (material temperature) in the reference exposure (to the left) and in the sulfur
C (material temperature) in the reference exposure (to the left) and in the sulfur
S. Andersson et al. /Waste Management 34 (2014) 67–78 774. Conclusions
The general conclusion of this work is that the sulfur recircula-
tion process can be installed in existing and new Waste-to-Energy
plants and biomass ﬁred boilers with wet ﬂue gas cleaning. Sulfur
recirculation has the potential to increase steam data and electric-
ity production from MSWI (Municipal Solid Waste Incineration)
without increasing the corrosion rate of the superheaters. As an
alternative, the corrosion rate can be signiﬁcantly reduced if the
superheaters are operated at the same temperature. More speciﬁc
conclusions to be drawn from the full-scale demonstration of sul-
fur recirculation are:4.1. Sulfur recirculation
A high, relatively constant SO2 concentration could be main-
tained by sulfur recirculation, in contrast to normal operation
which was characterized by strong ﬂuctuation and periods of very
low SO2 concentrations. The high SO2 concentration was achieved
by a control loop, where the sulfuric acid dosage to the boiler was
controlled by the SO2 gas concentration downstream of the boiler.
Acid dew point measurements showed no increased risk for low
temperature corrosion.
No negative impact on the emissions was measured during sul-
fur recirculation. The emissions of SO2, HCl, NOx and TOC were not
changed signiﬁcantly while NH3 and CO emissions decreased.4.2. The inﬂuence of sulfur on ashes and deposits
Due to the higher sulfation rates at increased SO2 concentra-
tions, sulfur recirculation increased the sulfur concentration in
the ﬂy ash and boiler ash, which acted as a sulfur sink. There is a
potential for sulfate waste water free operation, thus eliminating
the need for a gypsum precipitation process in some plants. More
chlorides are discharged with the efﬂuent water to the recipient
(normally the sea) and less chlorides are landﬁlled due to the sul-
fation of the alkali chlorides. The costs for boiler cleaning has a po-
tential do decrease since the deposit growth decreased by one
third.4.3. The inﬂuence of sulfur on dioxins
The sulfation of the ashes and deposits during sulfur recircula-
tion lead to a decrease in dioxin formation. The dioxin concentra-
tion (I-TEQ) of the ﬂue gas was reduced by approximately 25%
and Polychlorinated benzenes (PCBz) in the ﬂue gas decreased by
approximately 50%. A slight decrease in dioxin concentration (I-
TEQ) was also found in the ﬂy ash.4.4. The inﬂuence of sulfur on corrosion
The corrosion rate decreased signiﬁcantly for all investigated
materials (16Mo3, Sanicro 28 and Inconel 625) compared to the
reference exposures. The cost for replacing superheaters is there-
fore reduced. With sulfur recirculation, the material temperature
could be raised 75 C at similar or even lower corrosion rates,
which allows for higher steam parameters and electrical efﬁciency.
The corrosion morphology of the samples in the sulfur recircu-
lation exposure was different compared to the samples exposed in
the reference case. Sulfur recirculation prevented the formation of
transition metal chlorides at the metal/oxide interface, formation
of chromate and reduced the presence of zinc in the corrosion
products.Acknowledgements
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